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Abstract

This report documents a series of fire experiments performed within steel electrical enclo-sures and on open “ladder back” cable trays. The first objective is to measure the heat re-lease rates and qualitatively understand the burning behavior of circuit breaker fires withinclosed steel enclosures when ignited by a source representative of a high energy arc fault(HEAF). The second objective of this report is to quantify the thermal exposure of electricalcables that typically are installed in trays above an enclosure.
Keywords

Circuit Breaker; Electrical enclosures; Electrical fires; High EnergyArc Fault (HEAF); Switchgear.
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1. IntroducŒon

Electrical switchgear enclosures housing equipment such as circuit breakers and motor
controls are a common source of •re in industrial se“ngs, and the heat release rate (HRR)
and damage caused by these •res are important consideraŒons in facility risk assessments.
This report describes measurements of the HRR of circuit breakers within electrical enclo-
sures as well as the internal temperature of electrical cables and other equipment outside
of the enclosure exposed to the heat of •res within.

Previous experiments have been conducted to determine HRR probability distribuŒons for
electrical enclosure •res [1]. Analysis was then conducted to re•ne these results to con-
sider speci•c electrical enclosure characterisŒcs (e.g., classifying electrical enclosures in
terms of funcŒon, size, contents/fuel loading, and venŒlaŒon) [2]. In 2020, a revised set
of parameters was provided [3] to address both the •re growth and the suppression re-
sponse. Further experiments were conducted to measure the HRR for enclosures with
limited venŒlaŒon [4] and to quanŒfy the impact of material composiŒon (of combusŒble
solids commonly found in power plants) on ignitability and •re growth behavior [5].

To date, there are few measurements1of the HRR of circuit breaker •res in electrical enclo-
sures, which have been observed to grow and conŒnue burning for tens of minutes a‰er
high energy arc fault (HEAF) events. Thus, the experiments described in this report (Sec-
Œon 3) seek to quanŒfy the peak HRR, Œme to peak HRR, and duraŒon of circuit breaker
•res in steel electrical enclosures. The second focus of this report (SecŒon 4) summarizes
the results of experiments designed to quanŒfy the thermal exposure of electrical cables
that typically are installed in trays above an enclosure.

The experiments described in this report are part of a broader test series, hence the •rst
experiment presented is idenŒ•ed as Experiment 33. Results from the earlier 32 experi-
ments are presented in NIST Technical Note 2232 [4].

Also, the uncertainty of a measurement presented in this report is typically expressed as a
relaŒve expanded uncertainty, someŒmes referred to as a 95 % or \two-sigma" con•dence
interval. This uncertainty includes both anepistemiccomponent, i.e. the measuring de-
vice has an accuracy and precision reported by the manufacturer based on its operaŒng
principles and calibraŒon, and analeatoriccomponent, i.e. there are random variaŒons in
repeated trials of an experiment.

1See Reference [6] which includes a descripŒon of some experiments in which the HRR of a •re iniŒated by
a high energy arc fault was measured.

1
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2. A Surrogate Target for Assessing Electrical Cables Exposed to Fire

The objecŒve of experiments involving •res within electrical enclosures is not necessarily
to assess the viability of the enclosure itself or the equipment contained within, but rather
to assess the vulnerability of surrounding equipment and the likelihood of spreading the
•re beyond its point of origin. The equipment most likely to be located near an enclosure
are electrical cables. The fragility of electrical cables exposed to the heat of a •re is largely
a funcŒon of the cable's inner temperature; that is, the temperature underneath its pro-
tecŒve jacket where the metallic conductors rapidly spread the heat. Of course, electrical
failure or igniŒon do not occur precisely at any one temperature, but research suggests [7]
that the median failure temperature for most cables is between 200� C and 400� C (392� F
and 752� F). It is typically assumed in risk assessments that electrical failure and igniŒon
occur at similar temperatures, most likely because electrical arcing provides an igniŒng
spark.

For the experiments described in this report, it was not possible to include every possible
type of cable. This is a common problem in •re science, and it has become common prac-
Œce to use simple, o‰en metallic, objects to represent a wider range of objects that might
be subjected to the heat of a •re. For example, PutorŒ et al. [8] used copper and tungsten
disks to assess the thermal ‚ux from enclosures subjected to high energy arc faults (HEAF).
For the current experiments, a 6061 aluminum alloy rod, approximately 15 cm (6 in) in
length and 13 mm (0.5 in) in diameter has been chosen to represent a cable of comparable
diameter. Aluminum has been chosen as the metal because its speci•c heat is comparable
to the bulk speci•c heat of a typical electrical cable containing a mix of polymers and metal
conductors, usually copper.

A useful way to compare the aluminum rod with a cable is by way of itsheat capacity,
expressed as the product of the density, speci•c heat, and cross secŒonal area,r cA, in
units of kJ/(K m); that is, the amount of energy required to raise a 1 m segment 1 K. The
heat capacity of the aluminum rod is approximately 0.31 kJ/(K m). This value can be com-
pared to that of the two cables that have been used in the igniŒon experiments described
below. The one referred to as the \thermoplasŒc" cable has polyethylene insulaŒon cov-
ering its seven 12 AWG2 copper conductors. Its jacket is approximately 1.9 mm (0.075 in)
thick polyvinyl chloride (PVC). The cable is approximately 15.9 mm (0.63 in) in diameter
and has a mass of 0.38 kg/m. It is approximately 55 % by mass copper, 27 % jacket, 10 %
insulaŒon, and 8 % •ller. Using nominal values of the speci•c heats of these materials,
its thermal capacity is calculated to be approximately 0.36 kJ/(K m). The cable referred
to as the \thermoset" has cross-linked polyethylene insulaŒon covering its twelve 18 AWG
copper conductors. Its jacket is approximately 1.5 mm (0.06 in) thick chlorosulfonated
polyethylene (CSPE). The cable is approximately 12.7 mm (0.5 in) in diameter and has a
mass of 0.25 kg/m. It is approximately 37 % by mass copper, 33 % jacket, 29 % insulaŒon,
and 1 % •ller. Its thermal capacity is approximately 0.22 kJ/(K m).

2American Wire Gauge
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Figure 1 displays the measured3 temperature of an aluminum rod and two cables cut into
15 cm (6 in) segments when placed in a convecŒon oven whose temperature is set to a
nominal value of 300� C (572� F). A 3 mm (1/8 in) hole was drilled 7.5 cm (3 in) along the
central axis of the aluminum rod and a single thermocouple was inserted within. For the
cable segments, a small incision was made in the cable jacket and a single thermocouple
was inserted between the conductors approximately halfway along its length. The incision
was sealed with noncombusŒble tape.

Fig. 1.Measured temperatures of a 13 mm (0.5 in) aluminum rod and two representaŒve cable
segments in a convecŒon oven.

The measured temperatures of the rod and cable segments are fairly comparable, sug-
gesŒng that the aluminum rod mimics the cable segments unŒl the cable polymers begin
to pyrolyze at approximately 300� C. However, in the experiments described below, the
temperature of the aluminum rod tended to increase at a slightly faster rate than instru-
mented cables located at the same locaŒon. There are several reasons for this. First, the
cables were cut into lengths on the order of 3 m to 4 m (9 ‰ to 12 ‰) and placed in a
ladder-back cable tray. Only a small fracŒon of the cable was exposed to the direct heat of
the •re plume, and its copper conductors would have distributed the heat along its enŒre
length. The aluminum rod, on the other hand, is cut to a length of 15 cm; thus, the heat is
\trapped" and does not dissipate laterally. Second, the cables were set next to one another
in the tray such that some fracŒon of the surface area would have been shielded from the
convecŒve and radiaŒve heaŒng of the •re. The rods were typically more exposed.

Given that the aluminum rods are not perfect surrogates for cables, why use them at all?

3Omega Engineering reports that the expanded uncertainty of its Type K thermocouple is� 0:75 % of the
measured absolute temperature.

3
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It is not diƒcult to aƒx thermocouples within unenergized cables, and, indeed, this was
done as part of the test protocol. The principal reason for the aluminum rods is to facili-
tate comparisons with numerical models. Regardless of the level of detail in the underlying
physics, •re models typically treat a cable as a cylinder that is heated uniformly at the sur-
face and which undergoes one-dimensional heaŒng in the radial direcŒon. There is no lat-
eral heat conducŒon and typically there are no nearby obstrucŒons. It is certainly possible
to model a tray full of cables using a complex three-dimensional heat conducŒon algo-
rithm, but such a calculaŒon is Œme-consuming, diƒcult to embed within exisŒng models,
and requires detailed thermo-physical data of all the cables that might be in a given tray. It
is far more tractable to perform a simple one-dimensional heat transfer calculaŒon based
on computed condiŒons in the vicinity of the cable tray. The computed surrogate temper-
atures can also be easily scaled should the actual cables be larger or smaller in diameter
to the nominal 13 mm (0.5 in) chosen in this study.

The temperature measurements described in this report are to be used to validate numer-
ical models that will then be used to consider many other enclosure-cable tray con•gu-
raŒons that could not be physically tested. The purpose of this modeling is to predict the
thermal condiŒons in the vicinity of equipment surrounding a burning electrical enclosure.
The aluminum rods provide a far be‹er \target" with which to assess the model predic-
Œons. In essence, the aluminum rod is a device that measures the amount of heat that
would be absorbed by an actual cable of comparable diameter. Making this measurement
with the cable itself is, ironically, more diƒcult because of the fact that the cable allows
the absorbed heat to be conducted along its length.
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3. Circuit Breaker Heat Release Rate Measurements

Four low-voltage circuit breaker enclosures built by ABB, an internaŒonal manufacturer
of electrical equipment, were shipped to the NaŒonal Fire Research Laboratory (NFRL) at
NIST in September 2023. These enclosures were donated by the German nuclear safety or-
ganizaŒon Gesellscha‰ f•ur Anlagen- und Reaktorsicherheit (GRS) from a decommissioned
nuclear power plant in Germany, and contain low-voltage circuit breakers and various types
of panel wires, cables, and instrumentaŒon. One con•guraŒon consisted of three verŒcal
secŒons that were bolted together, as shown in Fig. 2, and one con•guraŒon was detached.

Fig. 2.Photograph of the ABB enclosure. The breaker is located in the middle compartment of
each verŒcal column. Wiring and other electrical equipment is located mainly in the compartment
above, and the compartment below is largely empty. Each of the three verŒcal columns is largely
the same.

Two addiŒonal circuit breaker enclosures, manufactured by WesŒnghouse, were shipped
to NIST in December 2023. Each enclosure houses six low-voltage breakers. One of the en-
closures is shown in Fig. 3, where the lowest level breaker has been removed and replaced
with a gas burner for the experiment. The uppermost compartment contains wiring and
instrumentaŒon.
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Fig. 3.Photograph of the WesŒnghouse enclosure. Each verŒcal column contains three breakers
in the lowest three compartments, with instrumentaŒon in the uppermost compartment. A gas
burner has replaced the lowest level breaker in the right verŒcal column.

3.1. DescripŒon of Experiments

For the experiments involving either the ABB or WesŒnghouse enclosures, one or more
circuit breakers with nominal dimensions of 30 cm by 40 cm by 30 cm (12 in by 16 in by
12 in) and masses of approximately 50 kg (110 lb) are the primary combusŒbles whose
non-metallic mass consists of polymeric insulaŒng materials such as glass-polyester and
thermoset composite resins. AddiŒonally, plasŒc wire harnesses, panel wire, and circuit
boards are located, typically, in the compartment above the breaker, as seen in Fig. 4.
There are, typically, only a few jacketed, mulŒ-conductor cables located within the upper
compartment. In these experiments, some cables were added to the upper compartment
to make up for those that were removed prior to shipment to NIST.

The compartment below the breaker is largely devoid of combusŒble materials. No at-
tempt was made to remove and weigh all of the combusŒble materials because doing so
would have potenŒally changed its burning behavior. However, representaŒve samples
of the most common non-metallic components such as wire insulaŒon, switches, and cir-
cuit boards were removed prior to the experiments to determine their heat of combusŒon
(see SecŒon 3.2.1). EsŒmates of the total combusŒble mass in each compartment were
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Fig. 4.Photograph of instrumentaŒon above the breaker. A few cables have been added to
replace those removed previously.

then made by dividing the integral of the HRR with Œme (kJ) by the measured heat of com-
busŒon (kJ/kg). These results are presented in SecŒon 3.2.

The breakers were ignited using a nominally 30 cm (12 in) square natural gas burner posi-
Œoned approximately 20 cm (8 in) beneath the circuit breaker, as shown in Figs. 3 and 5.
The burner's HRR4 was set to approximately 100 kW. A‰er sustained igniŒon of the cir-
cuit breaker was observed, the burner was turned o€ and the enclosure •re was allowed
to conŒnue burning unŒl the measured HRR decreased below 10 kW, at which point the
small remaining •res were exŒnguished.

Sheathed thermocouples5 were installed approximately 15 cm (6 in) below the ceiling of
each compartment to provide a measurement of the gas temperature within. Thermo-
couples were also embedded within electrical cable segments and aluminum rods (see
SecŒon 2) that were placed directly above each circuit breaker. The cable target is a 7-
conductor thermoplasŒc electrical cable segment and the aluminum target is a 6061 alu-

4The relaŒve expanded uncertainty (95 % con•dence interval) of the HRR measurement under the hood
used in these experiments is 4 % for natural gas and 7 % for \generic combusŒbles" [9].

5Type K, sheath diameter 3 mm (1/8 in), expanded uncertainty� 0:75% of the measured absolute tempera-
ture.
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Fig. 5.PosiŒon of the burner under the breaker in Test 34.

minum alloy rod, both approximately 15 cm (6 in) in length and 13 mm (0.5 in) in diameter.
Throughout this report, these surrogate targets are referred to as slug calorimeters, or sim-
ply \slugs," a term commonly used in the •re science community to describe objects such
as these.

Photographs of the enclosures used in this project are shown in Figs. 2 and 3. Each enclo-
sure is approximately 2.2 m (87 in) tall, 0.4 m (16 in) wide, and 1.0 m (40 in) deep. Some of
the enclosures have venŒlaŒon panels near the top and bo‹om, and all have seams and
small openings to accommodate wiring, bus bars, door panels, and so on. No a‹empt was
made to seal these various gaps and openings except in Experiment 34 where a burned
out instrument panel was covered by a steel plate, and in Experiment 35, where a hole in
the top of the enclosure was covered by a steel plate.

3.2. Experimental Results

The measurements of the HRR of the breakers were made in October of 2023 and January
of 2024. Nominal results are listed in Table 1 and details can be found on the following
pages. For each experiment, the nominally 100 kW natural gas burner was sustained unŒl
it appeared that the breaker had begun to burn. For the •rst two experiments, the burner
was sustained longer than necessary, as evidenced by Exp. 35 where the breaker was able
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to sustain a •re a‰er four minutes of exposure from the burner.

Overall, the breakers within the ABB enclosures sustained a •re beyond the Œme when the
burner was exŒnguished. However, the WesŒnghouse breakers did not appear to burn
without the aid of the gas burner, even though, a‰er the experiment, the non-metallic
materials within the breaker clearly showed evidence of having pyrolized. In short, the
pyrolysis was not followed by ‚aming combusŒon.

The \Peak HRR" in Table 1 indicates the maximum value of the HRR of the enclosure con-
tents; that is the total HRR minus that of the natural gas burner. The \Total HR" (Total
Heat Release) is the total energy released less the burner's energy; that is, the energy of
the contents alone. The \Mass Consumed" is the Total HR divided by an esŒmated6 heat
of combusŒon of 20 MJ/kg for the combusŒble materials within the enclosure. The peak
\slug" and gas temperatures are comparable and represent uniform condiŒons within the
burning breaker and instrument compartments.

Table 1.Summary of Experimental Results. The uncertainty of the HRR is� 7 %. The uncertainty of
the temperature is� 0:75% of its absolute value. The listed Œmes are rounded to the nearest
minute.

Exp. Peak Total Mass Time Burner Peak Slug Peak Gas
No. Make HRR HR Consumed to Peak DuraŒon Temp. Temp.

[kW] [MJ] [kg] [min] [min] [� C] [� C]
33 ABB 250 387 19.4� 4.9 11 10 770 860
34 ABB 140 192 9.6� 2.4 9 8 680 700
35 ABB 200 230 11.5� 2.9 20 4 680 670
40 West. 30 60 3.0� 0.8 28 60 160 650
41 West. 100 280 14.0� 3.5 40 60 150 700

The breaker that was burned in Exp. 35 was weighed before and a‰er the experiment.
Its original mass was 47.8 kg and its •nal mass was 44.1 kg. The uncertainty of the load
cell is approximately 1 g, which is far exceeded by the uncertainty due to extracŒng the
burned breaker from the enclosure and separaŒng out materials that were or were not
part of the original breaker. Thus, the esŒmated combusŒble mass of the breaker is taken
as 3.7 kg� 0.1 kg.

Using the measured mass loss of the breaker and the esŒmates of the mass consumed in
the three experiments, it is possible to esŒmate the distribuŒon of combusŒble mass in the
lower, middle, and upper compartments of the enclosure. In Exp. 33, the •re consumed the
contents of a lower, middle and three upper compartments. In Exp. 34, the •re consumed

6The uncertainty of the esŒmated heat of combusŒon is diƒcult to quanŒfy. The esŒmated value of 20 MJ/kg
� 5 MJ/kg is merely the average heat of combusŒon,DHc, measured for various plasŒcs found within the
enclosure (weighted to account for the greater mass of combusŒble solids contained within the circuit
breaker itself, which had relaŒvely lowDHc; see Sec. 3.2.1).
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a lower and middle compartment. In Exp. 35, the •re consumed a lower, middle, and upper
compartment. Taking the combusŒble load of the middle compartment to be 3.7 kg, the
esŒmated mass loss of the breaker, a least squares regression yields an esŒmate of 3.5 kg
for the lower compartment and 2.7 kg for the upper. The 3.5 kg esŒmate for the lower
compartment can be taken as all of the combusŒbles in the lower and middle compartment
minus the breaker itself. These esŒmated combusŒble loads fall well within the uncertainty
bounds for the total mass consumpŒon listed in Table 1.

The HRR of a •re contained within a single compartment is limited by the air supplied
through openings in the back and side of the enclosure and the opening in the front door
of the compartment that is created when the instrument panel melts/burns away. For the
enclosures tested, this opening is approximately 15 cm (6 in) wide by 30 cm (12 in) tall. A
useful correlaŒon [10] used in compartment •re modeling states that air is entrained into
a ‚ashed over compartment at a rate given by

�ma = 0:5A
p

H � 0:0123kg/s (1)

where H is the opening height (0.3 m) andA is the opening area (0.045 m2). With this
esŒmate, the HRR can be esŒmated

�Q = YO2;¥ E �ma � 37kW (2)

whereYO2;¥ � 0:23is the oxygen mass fracŒon of air andE � 13100kJ/kg is the approxi-
mate amount of energy released per unit mass of oxygen consumed.

Evidence for the esŒmated HRR associated with the opening of the instrument panel can
be seen in Exp. 35 where the upper compartment opens up at approximately 19 min, at
which Œme the HRR increases rapidly by approximately 40 kW. The increased venŒlaŒon
through the front door adds to the exisŒng venŒlaŒon through the back of the enclosure.
CollecŒvely, these openings supply the air needed to support an HRR of approximately
100 kW per compartment.

3.2.1. Material Property Measurements

Material samples were taken from the various circuit breakers to be‹er understand their
burning behavior using a Microscale CombusŒon Calorimeter7 (MCC), an apparatus in which
a specimen of known mass is thermally decomposed in nitrogen at a constant heaŒng rate
and then burned in oxygen to determine its heat of combusŒon. Samples were not idenŒ-
•ed by a speci•c material type (e.g., composiŒon, and/or manufacturer/distributor name),
rather they are labeled in series (No. 1 to No. 10) to correspond to each of the items iden-
Œ•ed in Fig. 6.

7This MCC used in this work was a Deatak MCC-3 equipped with a paramagneŒc oxygen sensor and calibrated
according to ASTM D7309 [11]
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